
AI-3700/3170/3900/3190 Series Instruments 

User Manual

1.Summary
Yudian touch screen instruments include:  

AI-3170S/3170W/3190S/3190W split-type paperless recorder, 

AI-3702M/3704M/3706M/3902M/3904M/3906M multi-channel touch screen indicator.

2.1.Display
Color TFT true color
Resolution (W×H) 800×480 pixels

Operation method Touch Screen

150 MB

Baud rate 1200-19200 bps
2.4.General Parameters

At AlarmList

1) Click Real  His.

2) Click Options  to select alarm type and display mode.

At MeterOpt

1) Select the meter type.

2) Select the unit.

4) Click SetPasscode

5) Click SetTime  to set the current time. 

6) Click Reread  

7) Click PreCH  NextCH
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At 

Click 
under manual state.)

At DataList

1) Click Time  to set start / end time.
2) Click Last 24H
3) Click Current

mm mm
Cutout
(mm)

a2 b2 a b c a1 b1 c1 x y

3700 series
(3170)

7inch 86 154 150 203 40 137 190 6 139 192

3900 series
(3190)

9 112 198 170 231 38 158 219 6 160 221

100~240VAC,-15%~ +10%, 50-60Hz

Temperature -10 ~ 60 Humidity
-20 ~  80

Natural



Mouse/U disk

Ethernet interface

4.1.Interface Type

COM2(RS485)

PIN 1 2

PIN RS485+ RS485-   1     2     

PIN 1 2 3

PIN - Blank +

COM2(RS485) COM3(RS232)

PIN 1 6 2 3 5

PIN 

PV SV
b.Click RUN , STOP

1) Click Panel - Channel Name - Set SV Step Scb AHYS
HIAL LOAL MV

Note 1: MV can be set under Manual state. 

-  to set SV .

2) Click At ON  At OFF

3) Click 

4) Click Reread  

5) Click Select

 button is 
clicked.

At Curve

2) Click 

At 

2) Click HisSet

3) Click Retreat  



MeterOpt , enter initial passcode 111.

At MeterOpt

Note : For AI-3170S/3170W/3190S/3190W, please select the model type. AI-3700 /3900series 

2) Click Reread

Note 1: Select INP , 

 
button is clicked.

3) Click 

4) Click PreCH NextCH

5) Click SetTime

1) Click Panel , parameters PV , SV , MV

AlarmList

3) Click Channel name

time and Step time.)

AI-3702M/3704M/3706M/3902M/3904M/3906M multi-channel touch screen indicator.
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